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The following tanks were inspected for corrosion , leaking valves 

and manholes.
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0. K. NEEDS REPAIR

SMALL YARD BERMS O.K, ____  NEEDS REPAIR ____________________________

M.D.O. YARD BERMS O.K. ____  NEEDS REPAIR ___________________________

B.O. YARDS BERMS O.K. ____  NEEDS REPAIR __________________________
BLD8. #21 O.K. ____ NEEDS REPAIR ___________________________________

FOAM PUMPS O.K. ____ NEEDS REPAIRTESTED.

COMMENTS :

3012685

DRUM STORAGE AREA__________________

TIME OF INSPECTION _____________

INSPECTED BY PRINT:________________ SIGN: DATE:_.


